Schedule of Controlled Devices — Building 411/412, Linac/Injection Wing
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The Argonne National Labs
Advanced Photon Source Campus
9700 Cass Avenue South
Argonne, IL 60439
LINAC/INJECTION VING

MECHANICAL CONTRACTOR:
SHEET METAL CONTRACTOR:

I SHEET: 2

| CONTRACT: 1390-0009
| PREPARED BY: SF

| DATE: 01/06/92

| BRANCH: ARLINGTON HGTS
|
|

] TAG | DAMPER INFORMATION :DUCI INFORMATION : ACTUATOR [NFORMATION |
1 | |
| SECT. | FAIL DAMPER  DAMPER SIZE REF | DUCT SIZE I SPRING |
| SYSTEM SERVICE LABEL IQTY POS. TYPE VIDTH HEIGHT DET : VIDTH HEIGHT :QTY CODE NUMBER PILOT RANGE MTG REMARK :
| mmmmecccce comccccee coeee === coeee --- == mmmmmecceee o —

| HV-101 0A,D-1 - I - N.C. BY OTHERS | --- -—- | 2 D-3153-1 Y S5-15% WV 1
| HV-101 RA,D-2 - I - N.O. BY OTHERS | --- -— I 2 D-3153-1 Y S5-I5% v !
| HV-201 0A,D-1 - | 4 N.O. DCO/VU 84 54 | 168 108 I 6 D-3153-1 Y S5-158 v |
| HV-201 RA,D-2 - | 2 N.0. DCO/VL 60 42 1 120 42 I 2 D-3153-1 Y S-1Sk Vv |
I HV-102 0A,D-1 - I X N.C. BY DTHERS I --- -— I 4 D-3153-2 N 8-13% V |
| HV-103 0A,D-1 - I L N.C. DCO/WU 96 54 1 96 54 I 4 D-3153-2 N 8-13t V 1
| HV-301 0A,D-1 - | 6 N.C. DCO/VU 68 54 |1 204 108 I 8 D-3153-2 N 8-13% V !
| AHU-201 0A,D-1 - I I N.C. 3CO/wu 24 36 I 24 36 I 1 D-3153-2 N 8-13% V |
Notes
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JOHNSON | PROJECT/ADDRESS : The Argonne National Labs I SHEET: 2 ]

CONTROLS ! Advanced Photon Source Campus I CONTRACT: 1390-0009 |

I 9700 Cass Avenue South | PREPARED BY: SF |

VALVE SCHEDULE I Argonne, IL 60439 | DATE: 12720791 1

| BUILDING DESIGNATION: Bldg 411, Linac - HVAC,PV | BRANCH: ARLINGTON HGTS |

| MECHANICAL ENGINEER:  ARGONNE NATIONAL LABS | |

| MECHANICAL CONTRACTOR: | |

: TAG | VALVE INFORMATION I ACTUATOR INFORMATION |
- I | |

1 REF | VALVE BODY DIFF | ACTUATOR !
IITEM  SYSTEM SERVICE DRVGE 1| QTY FAIL POS. CODE NUMBER STYLE SIZE Cv  CAPACITY PRES = | TYPE RANGE I
fomem —mmmrceeee | - —— - |
I HV-101, V-1 HTG HIS0 | 1 NO V-3754-1027 NO-SCR 1 13.9 35.0GPM 6.3 | V-3000 ¥/PILOT S-1SK |
12 HV-102, V-1 HIG HI50 | 1 NO V-3754-1030 NO-SCR 1 1/2 27.5 46.0 GPM 2.7 1 v-3000 W/PILOT S-15k |
13 HV-103, V-1 HIG HISO | 1 NO V-3754-1030 NO-SCR 1 1/2 27.5 48.0 GPM 3.1 1 v-3000 W/PILOT S-15& |
14 HV-301, V-1 HIG HISO | 2 NO V-5252-8 NO-FLG 2 172 S1.0 132.0 GPM 6.7 I SR W/PILOT S5-15¢ |
15 AHU-201,V-1 HTG HI50 | I NO V-3754-1024 NO-SCR 172 2.2 3.5GPM 2.5 1 v-3000 V/PILOT S5-15% |
16 AHU-201,V-2 CLG HIS0 | I NC v-3974-1010 NC-SCR 3/4 8.6 12.0GPM 1.9 1 v-3000 V/PILOT S-15& 1
16 HV-201, V-1 HTG H9S0 | 1 NO V-3754-1030  NO-SCR 1 1/2 27.5 S56.0 GPM 4.1 1 v-3000 W/PILOT S-1Sk 1
17 v-1-1 KG-MY  H951 | 1 BYP BRDG SERIES S1-WC NC-FLG 4 240.0 385.0 GPM 2.6 I SERIES 39 S-1S% 1
18 v-1-2 LT-MV  H3S1 | 1 BYP BRDG SERIES SI-WC NC-FLG 4 240.0 360.0 GPM 2.3 I SERIES 39 S5-158% |
19 v-1-3 IN-MV  H9S1 | 1 BYP BRDG SERIES S1-WC  NC-FLG 3134.0 295.0 GPM 4.8 I SERIES 39 S5-15¢% |
110 V-1-4 ST-MV  H9S1 | | BYP BRDG SERIES S1-WC NC-FLG 4 240.0 445.0 GPM 2.6 | SERIES 39 5-15% |
11 v-4-1 KG-BP H9S1 1 1 NO SERIES SI-WC  NO-FLG 2 130.0 385.0 GPM 8.8 | SERIES 39 S-15% |
12 Vv-4-2 LT-BP H9SI 1 1 ND SERIES S1-WC  NO-FLG 2 130.0 360.0 GPM 7.7 I SERIES 39 S5-15% |
113 V-4-3 IV-BP H951 | 1 NO SERIES S1-WC  NO-FLG 2 130.0 295.0 GPM S.2 I SERIES 39 S-15% 1
114 V-4-4 ST-BP  H9S1 | 1 NO SERIES S1-WC  NO-FLG 2 130.0 445.0 GPM 11.7 I SERIES 39 S-15% |
1S v-2 IS0 HIS1 1 4 NC 31-108-BRAY NO-FLG 6 805.0 ! SERIES 91 2 POS |
116 V-3 STBY HIS1 | 6 NC 31-108-BRAY NO-FLG 6 805.0 I SERIES 91 2 POS |

® - PIPING DETAIL - SEE ATTACHED PIPING DETAIL SHEET
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NOTES:

1. VORCHESTER CONTROL VALVES TO BE MANUFACTURED IN A THREE WAY STYLE AS
INDICATED ON VC DOCUMENT PB-903-24.
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